
MONTH: Dec 2015 RAW TREATED

mg/L mg/L

Residue on Evaporation 338 294

Silica (SiO2) 7.86 7.71
Iron (Fe) 0.478 <0.200
Calcium (Ca) 63.7 47.2
Magnesium (Mg) 7.32 3.47
Sodium (Na) 49.3 44.2
Potassium (K) 5.64 5.24
Sulfate (SO4) 48.6 81.3
Nitrite (NO2) <0.0200 <0.0200
Nitrate (NO3) 0.554 0.690
Chloride (Cl) 54.4 27.7
Fluoride (F) <0.250 0.227
Phosphates (PO4) 0.0760 0.0140

mg/L as CaCO3 mg/L as CaCO3

Total Alkalinity  104 84.1
Total Hardness 147 116
Langelier Index - [+ 0.221 ]

mg/L mg/L
Arsenic (As) <0.00500 <0.00500
Barium (Ba) 0.0581 0.0421
Cadmium (Cd) <0.00100 <0.00100
Chromium (Cr) <0.00500 <0.00500
Copper (Cu) 0.0220 0.00544
Iron (Fe) 0.478 <0.200
Lead (Pb) <0.00100 <0.00100
Manganese (Mn) 0.0185 0.00552
Mercury (Hg) <0.000100 <0.000100
Nickel (Ni) 0.00586 0.00604
Selenium (Se) <0.00100 <0.00100
Silver (Ag) <0.00100 <0.00100
Zinc (Zn) 0.0120 <0.00500

Units Units
Chlorine Residual (mg/L) - 3.69*
Total coliform ( Present / Absent ) P A
pH  (Standard Units) @ 25ºC 8.16* 8.31*
Specific Conductance (Umhos) 483 444
Turbidity (NTU) 11.5 0.0800*
Threshold Odor Number 50F 1.4CL

* Identifies Monthly Average Process and Field analyses. LSI is based on Tap sample of Monthly Tap/Raw/Reservoir project.

LSI = (pH 8.3SU) - ( (TF 14.0°C = 2.25027324913892) + (RF 294mg/L = 9.844) - (CF 118mg/L = 2.075) - (AF 84mg/L as CaCO3 = 1.93) )
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